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Preface
This Standard was prepared by the Joint Standards Australia/Standards New Zealand Committee EL041, Lamps and Related Equipment to supersede AS/NZS 61347.2.1:2002, Lamp controlgear, Part 2.1:
Particular requirements for starting devices (other than glow starters).

This is a free 9 page sample. Access the full version online.

The objective of this Standard is to specify particular safety requirements for starting devices (starters
other than glow starters and ignitors) for fluorescent and other discharge lamps for use on a.c.
supplies up to 1 000 V at 50 Hz or 60 Hz which produce starting pulses not greater than 100 kV and
which are used in combination with lamps and ballasts covered in AS/NZS 4782.1:2004, IEC 60188,
IEC 60192, IEC 60662, AS/NZS 60901:2003, IEC 61167, IEC 61195, IEC 61199, AS/NZS 61347.2.8 and
AS/NZS 61347.2.9.
It does not apply to glow starters or starting devices which are incorporated in discharge lamps
or which are manually operated. Preheat transformers for fluorescent lamps are covered by
AS/NZS 61347.2.8:2003.

This Standard is an adoption with national modifications, and has been reproduced from,
IEC 61347‑2‑1:2000+AMD1:2005+AMD2:2013 CSV (ED 1.2) Lamp controlgear — Part 2-1: Particular
requirements for starting devices (other than glow starters). Appendix ZZ lists the variations for the
application of this Standard in Australia and New Zealand.
As this document has been reproduced from an International Standard, the following applies:

(a) In the source text “this part of IEC 61347” should read “this Australian Standard or Australian/New
Zealand Standard”.
(b) A full point substitutes for a comma when referring to a decimal marker.

Australian or Australian/New Zealand Standards that are identical adoptions of international
normative references may be used interchangeably. Refer to the online catalogue for information on
specific Standards.

The terms “normative” and “informative” are used in Standards to define the application of the
appendices or annexes to which they apply. A “normative” appendix or annex is an integral part of a
Standard, whereas an ‘informative’ appendix or annex is only for information and guidance.
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FOREWORD
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and nongovernmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.
2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.
3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.
4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.
5) IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any
equipment declared to be in conformity with an IEC Publication.
6) All users should ensure that they have the latest edition of this publication.
7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.
8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.
9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

This Consolidated version of IEC 61347-2-1 bears the edition number 1.2. It consists of
the first edition (2000) [documents 34C/498/FDIS and 34C/512/RVD], its amendment 1
(2005) [documents 34C/697/FDIS and 34C/709/RVD] and its amendment 2 (2013)
[documents 34C/1051/FDIS and 34C/1067/RVD]. The technical content is identical to the
base edition and its amendments.
This Final version does not show where the technical content is modified by
amendments 1 and 2. A separate Redline version with all changes highlighted is
available in this publication.
This publication has been prepared for user convenience.
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International Standard IEC 61347-2-1 has been prepared by subcommittee 34C: Auxiliaries for
lamps, of IEC technical committee 34: Lamps and related equipment.
This standard shall be used in conjunction with IEC 61347-1. It was established on the basis of
the first edition (2000) of that standard.
This part 2 supplements or modifies the corresponding clauses in IEC 61347-1, so as to
convert that publication into the IEC Standard: Particular requirements for starting devices
(other than glow starters).

This is a free 9 page sample. Access the full version online.

NOTE

In this standard, the following print types are used:

–

Requirements proper: in roman type.

–

Test specifications: in italic type.

–

Explanatory matter: in smaller roman type .

This publication has been drafted in accordance with the ISO/IEC Directives, Part 3.
Annexes A to J form an integral part of this standard.
IEC 61347 consists of the following parts, under the general title Lamp controlgear:
–

Part 1: General and safety requirements

–

Part 2-1: Particular requirements for starting devices (other than glow starters)

–

Part 2-2: Particular requirements for d.c. or a.c. supplied electronic step-down convertors
for filament lamps

–

Part 2-3: Particular requirements for a.c. supplied electronic ballasts for fluorescent lamps

–

Part 2-4: Particular requirements for d.c. electronic ballasts for general lighting

–

Part 2-5: Particular requirements for d.c. supplied electronic ballasts for public transport
lighting

–

Part 2-6: Particular requirements for d.c. supplied electronic ballasts for aircraft lighting

–

Part 2-7: Particular requirements for d.c. supplied electronic ballasts for emergency lighting

–

Part 2-8: Particular requirements for ballasts for fluorescent lamps

–

Part 2-9: Particular requirements for ballasts for discharge lamps (excluding fluorescent
lamps)

–

Part 2-10: Particular requirements for electronic invertors and convertors for high-frequency
operation of cold start tubular discharge lamps (neon tubes)

–

Part 2-11: Particular requirements for miscellaneous electronic circuits used with luminaires

The committee has decided that the contents of the base publication and its amendments will
remain unchanged until the stability date indicated on the IEC web site under
"http://webstore.iec.ch" in the data related to the specific publication. At this date, the
publication will be
•

reconfirmed,

•

withdrawn,

•

replaced by a revised edition, or

•

amended.
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INTRODUCTION
This first edition of IEC 61347-2-1, published in conjunction with IEC 61347-1, represents an
editorial review of IEC 60926. The formatting into separately published parts provides for ease
of future amendments and revisions. Additional requirements will be added as and when a
need for them is recognized.
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This standard, and the parts which make up IEC 61347-2, in referring to any of the clauses of
IEC 61347-1, specify the extent to which such a clause is applicable and the order in which the
tests are to be performed; they also include additional requirements, as necessary. All parts
which make up IEC 61347-2 are self-contained and, therefore, do not include references to
each other.
Where the requirements of any of the clauses of IEC 61347-1 are referred to in this standard
by the phrase ”The requirements of clause n of IEC 61347-1 apply”, this phrase is interpreted
as meaning that all requirements of the clause in question of part 1 apply, except any which are
clearly inapplicable to the specific type of lamp controlgear covered by this particular part of
IEC 61347-2.
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